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D U N DALK 995R Inspected By Manhole Pipe
JM Depth (ft) | Width (ft) | Width (in) | Height (in)
Site Address: 6301 Lombard L Fishman & Son 20.00 4.50 54 50 64.00
MH Type: @ Brick O Ppre-cast |Pipe Type: Orick O Concrete O Clay @ Other Pipe Shape: O circular O Box ® odd
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Signal Strength 75%
. Telog Phone #
: (443) 844-5127
i System Characteristics
[J Residential
Commercial
3 - Industrial
Hydraulic Assessment
Surcharge (ft): ~ 0.00 [Ostraight [¥IBend [IDrop Inlet [JBackwater [JPumpSta. [JwwTP [INeeds Cleaning
Flow Depth (in):  14.00 Instant Vel (fps): ~ 1.50 Silt Level (in):  0.00  Signsofl/l: No
HYDRAULIC RATING: ® A (good) O B (questionable) O ¢ (poon) Recommended for @ ves
Installation ONo
Meter Type: ADS-FlowShark
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@ Size (in) m 54.50" X 64.00" e
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Shape e ELIP
Flow Depth (in): r 14.00
Instant. Vel. (fps) 1.40

Comments:

Concrete Top / Brick Bottom




